
TOG Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001359577 TROUBLE ALARM (SUMMER) 4600
0001356827 4487 / 176 REPLACE ODT SENSOR 4487
0001365704 4540 / BSMT REPLACE OXYGEN SENSOR 4540BSMT
0001368726 4561 / WEST REPLACE 0/2 SENSOR IN ODT 1 WEST TUNNELL 4561-ODT0001
0001372863 4475 / 123 REPLACE 0/2 SENSOR IN ODT 1 4475-ODT0001
0001372864 4475 / 101 REPLACE 0/2 SENSOR IN ODT 1 4475-ODT0001
0001382852 REPLACE ZONE CELLS IN ZONES 7 AND 8 (BURLESON) 4605RM0013C
0001389201 4705-ODT04-ALARM.  BOBBY COLLIER NOTIFIED. 4705-ODT0004
0001389202 4761-ODT01-ALARM.  BOBBY COLLIER NOTIFIED. 4761RM0106
0001389082 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4475-ODT0001
0001382855 REPLACE TWO CELLS (BURLESON) 4707-ODT0003
0001372866 4711 / 179 REPLACE 0/2 SENSOR IN ODT 2--RM 179,108 4711-ODT0002
0001382696 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4605-ODT0001
0001382711 02 ALARM 4605
0001368450 4618-ODT01-ALARM, W.RITTER NOTIFIED. NEXT SHIFT ELECTRICIAN WILL 

ASSIST.
4618-ODT0001

0001368462 4532-ODT01-ALARM  O2 ALARM IN ALARM.  J. SCRIVNER NOTIFIED. 4532-ODT0001
0001375942 4707-ODT03-ALARM B DUNN NOTIFIED 4707-ODT0003
0001375949 4605 ODT01 ALARM B DUNN NOTIFIED 4605-ODT0001
0001675653 4476 ODT-01 IN ALARM BORDEN  CHECKING 4476-ODT0001
0001670042 REPLACE CELL IN ODT0004 (  L. GRAY) 4205-ODT0004
0001670041 REPLACE CELL ON ODT0001, IN PIT ( L GRAY) 4205-ODT0001
0001670252 BOBBY COLLIER AND SECURITY NOTIFIED. ART MONDRAGON 4628-ODT0001
0001669977 4718-ODT03-ALARM MRCOLLIER NOTIFIED 4718-ODT0003
0001667207 4476-ODT01-ALARM MR BURLESON NOTIFIED 4476
0001663621 4708-ODT07-ALARM.  LARRY LANKFORD AND BOBBY COLLIER RESPONDED. 4708-ODT0007

0001657854 ODT01-ALARM IN ALARM. DUNN NOTIFIED 4628-ODT0001
0001653230 REPLACE CELL'S 1, 2, & 3 IN ODT0001 ( GRAY) 4553-ODT0001
0001651174 4708 / BASEMENT SEVERAL OXYGEN MONITORS IN BASEMENT AREA NOT 

FUNCTIONAL. FOR EXAMPLE, MONITORS #ODT0027, #ODT0026, #ODT0029, 
#ODT0019 & #ODT0004 WERE ALL INOPERABLE.

4708BSMT

0001642714 ODT IN ALARM. FRANKIE HOLT AND SECURITY NOTIFIED. 4612-ODT0001
0001642703 ODT01 IS IN ALARM SECURITY AND BOBBY COLLIER NOTIFIED. LARRY 

GRAY IS ONSITE.
4619-ODT0001

0001642826 ODT01-ALARM IN ALARM. BURLESON NOTIFED 4205
0001634845 4531 ODT-2 IN ALARM BORDEN CHECKING 4531-ODT0001
0001627016 ODT IN ALARM. GREG BURLESSON SECURITY NOTIFIED. 4628-ODT0001
0001620690 4475-ODT01-ALARM, W.RITTER AND L.BORDEN NOTIFIED. 4475-ODT0001
0001617862 O2 MONITOR GOING OFF/ ON (COLLIER NOTIFIED) 4583RM0180
0001614789 4205 ODT-01 IN ALARM BORDEN CHECKING 4205-ODT0001
0001608813 02 ALARM 4707RM0160
0001608761 ODT01-ALARM IN ALARM REPORTED BY SECURITY. DUNN NOTIFIED 4707
0001590858 4475 ODT-2 IN ALARM BORDEN CHECKING 4475-ODT0002
0001588211 RESET UV DETECTOR IN FAULT, ON OUTSIDE POLE 4628
0001585209 4705-ODT04-ALARM J PHILLIPS NOTIFIED 4705
0001585436 02 TROUBLE ( MCCLARY) COLLIER NOTIFIED 4570-ODT0001
0001579296 4205-ODT01-ALARM COLLIER NOTIFIED 4205-ODT0001
0001579431 ODT01 IN ALARM. LARRY GRAY AND SECURITY NOTIFIED. 4205-ODT0001
0001574842 ODT IN ALARM. SECURITY AND BOBBY COLLIER NOTIFIED. 4530-ODT0001
0001570921 4205 ODT-01 IN ALARM TURNER NOTIFIED 4205-ODT0001
0001559015 ODT03-ALARM IN ALARM. COLLIER NOTIFIED 4705-ODT0003
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0001559009 4619-O2-ALARM  O2 SENSOR IN ALARM PER  SECURITY.  T. RITTER 

NOTIFIED.
4619

0001553293 4648-ODT01-ALARM  O2 SENSOR IN ALARM.  SECURITY AND T. RITTER 
NOTIFIED.

4648-ODT0001

0001553276 4619-RM153_02-ALARM COLLIER NOTIFIED 4619RM0153
0001553535 REPLACE CELL  (GRAY) 4708-ODT0008
0001553207 4618-ODT-ALARM B COLLIER NOTIFIED 4618
0001550211 ODT04-ALARM IN ALARM. COLLIER NOTIFIED 4705-ODT0004
0001550102 O2 ALARM IN RM 153. BOBBY COLLIER AND SECURITY NOTIFIED. 4619RM0153
0001550163 4705 ODT-04 IN ALARM PRANCE CHECKING 4705-ODT0004
0001546541 4555-ODT02-ALARM, SAMPLE AIR AND RESET ALARM. W.RITTER NOTIFIED, 

L.GRAY CALLED IN TO ASSIST WITH RESET OF ALARM.
4555-ODT0002

0001546846 ODT04 IN ALARM DUE TO POWER OUTAGE 4705-ODT0004
0001539675 REPLACE CELL AND REPAIR HORN (GRAY) 4540-ODT0001
0001536411 LOWER LIGHT AND BELL ON 02 ALARM IN LOBBY/ N.W. ENTRANCE 4570NORTH
0001536336 ODT IN ALARM. SECURITY NOTIFIED. 4555-ODT0002
0001532788 4755-ODT01-ALARM, SAMPLE AIR AND RESET ALARM. K.BEVIS AND 

W.RITTER NOTIFIED.
4755-ODT0001

0001523148 4555-ODT01-ALARM, SAMPLE AIR AND RESET SYSTEM. K.BEVIS AND 
W.RITTER NOTIFIED.

4555-ODT0001

0001518905 ODT01 IN ALARM. BOBBY COLLIER AND SECURITY NOTIFIED. LARRY GRAY 
ONSITE.

4205-ODT0001

0001519103 4555 ODT-02 IN ALARM PHILLIPS NOTIFIED 4555-ODT0001
0001519107 4476-ODT01-ALARM  O2 SENSOR IN ALARM.  S. DAVIS NOTIFIED. 4476
0001512686 REPAIR REFRIGERANT ALARM LIGHT 4718RM0115
0001510254 ODT01 IS IN ALARM. BOBBY COLLIER AND SECURITY NOTIFIED. LARRY 

GRAY ONSITE.
4656-ODT0001

0001507289 REPLACE CELL 1, 2 & 3 ON ODT0003 ( GRAY) 4656-ODT0003
0001495209 4707-ODT06-ALRM B COLLIER NOTIFIED 4707
0001488717 ODT02-ALARM IN ALARM. COLLIER NOTIFIED 4554
0001483316 02 ALARM  (COLLIER NOTIFIED) 4661
0001480511 4555 ODT-01 IN ALARM PRANCE NOTIFIED 4555-ODT0001
0001477181 4612-HDT01 AND 02 ALARM B COLLIER NOTIFIED 4612-HDT0001
0001477311 02 LIGHTS ON HYDROGEN SYSTEM ARE ON IN ROOMS 131, 123 AND 24 4628FLR01
0001474142 HDT01 AND HDT02-ALARM IN ALARM. COLLIER NOTIFIED 4612-HDT0001
0001470647 4530-ODT01-ALARM COLLIER NOTIFIED 4530-ODT0001
0001470621 4555ODT01-ALARM, IN ALARM, SAMPLE AIR AND RESET ALARM. L.BORDEN 

AND L.LANKFORD NOTIFIED.
4555-ODT0001

0001464568 ODT12 IN E-8 IS IN ALARM. NOTIFIED SECURITY AND BOBBY COLLIER. 4708-ODT0012
0001461542 ODT01 IS IN ALARM. LARRY GRAY AND SECURITY NOTIFIED. 4530-ODT0001
0001458775 02 TROUBLE ALARM ( COLLIER NOTIFIED) 4539
0001458891 4707-ODT05-ALARM  O2 SENSOR IN ALARM.  SECURITY NOTIFIED. 4707
0001458881 SECURITY REPORTED AN O2 ALARM AT 4623. BOBBY COLLIER NOTIFIED. 4623
0001458834 ODT02 IS IN ALARM. SECURITY AND BOBBY COLLIER NOTIFIED. 4481-ODT0002
0001452713 4708 ODT-12 IN ALARM PRANCE CHECKING 4708-ODT0012
0001455869 02 TROUBLE ALARM ( FELDER) NOTIFIED BURLESON 4612RM1508
0001440554 4473 HCFC ALARMS 1-6 TOGGLING IN/OUT OF  ALARM. CALLED IN J.BOND 

TO ASSIST J.MCCAGHREN.
4473-RMON0001

0001434818 4583-CODT01-ALARM COLLIER NOTIFIED 4583-CODT0001
0001434775 4583 CODT-01 IN ALARM PRANCE CHECKING 4583-CODT0001
0001428776 ODT05 TOGGLED IN AND OUT OF ALARM. LARRY GRAY AND SECURITY 

NOTIFIED.
4612-ODT0005

0001428729 02 FAULT AND UV IN FAULT ( COLLIER AWARE) 4628RM0119
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0001428518 CHANGE OUT CELLS IN ROOMS 107 AND 116  (BURLESON) 4650FLR01
0001421694 TROUBLE LIGHT WITH TROUBLE ALARM IN NORTH WEST HALL 4659NORTH
0001421600 4718-ODT03-ALARM  COLLIER NOTIFIED 4718-ODT0003
0001414804 4718-ODT-01 IN ALARM PRANCE CHECKING 4718-ODT0001
0001409219 4487C ODT-01 IN ALARM 4487C-ODT0001
0001409357 TROUBLE ALARM 4631
0001409221 4583 ODT-01 IN ALARM DUNN CHECKING 4583-ODT0001
0001403425 ODT01-ALARM. COLLIER NOTIFIED 4207
0001389199 4619-ODT04-ALARM.  BOBBY COLLIER NOTIFIED. 4619-ODT0004
0001389198 4619-ODT02-ALARM.  BOBBY COLLIER NOTIFIED. 4619-ODT0002
0001382851 REPLACE ZONE CELLS IN ZONES 5 AND 6 (BURLESON) 4605RM0013D
0001403503 ODT02 IS IN ALARM. LARRY GRAY AND SECURITY NOTIFIED. 4475-ODT0002
0001372867 4711 / 176 REPLACE 0/2 SENSOR IN ODT 2--RM 176,177 4711-ODT0002
0001382706 ODT06-ALARM IN ALARM. COLLIER NOTIFIED 4707-ODT0006
0001403227 BOBBY COLLIER AND 911 NOTIFIED. LARRY GRAY ONSITE.   02 ALARM 4475-ODT0002
0001368451 4707-ODT14-ALARM  O2 ALARM IN ALARM.  L. LANGFORD AND SECURITY 

NOTIFIED.
4707

0001403213 UV DETECTOR IN VAULT MODE 4628
0001368519 ODT IN ALARM. LARRY GRAY NOTIFIED. 4475-ODT0002
0001365686 4711 / E114 REPLACE 0/2 SENSOR 4711RME0114
0001403494 ODT01 IS IN ALARM. LOCATED IN ROOM C176. SECURITY AND LARRY GRAY 

NOTIFIED.
4487C-ODT0001

0001672802 RESET 02 ALARM ( COLLIER NOTIFIED) 4205RM0100Y
0001663529 4476-ODT01-ALARM, IN ALARM. SAMPLE AIR AND RESET SYSTEM. BEVIS 

AND RITTER NOTIFIED.
4476-ODT0001

0001663628 ODT03 TOGGLING IN/OUT OF ALARM. NOTFIED SECURITY AND CALLED IN 
TREY HOLLAND.

4718

0001661062 HYDROGEN DETECTION/ TROUBLE LIGHT 4628RM0131
0001657842 4205-ODT01-ALARM B DUNN NOTIFIED 4205-ODT0001
0001657767 RESTORE POWER TO ODT0002 ( GRAY) 4718-2-ODT0002
0001648591 REPLACE BATTERIES IN CROWCON OXYGEN SYSTEM 4205RM0100Z
0001642974 4531-ODT01-ALARM. SAMPLE AIR AND RESET ALARM. K.BEVIS NOTIFIED, 

B,DUNN CALLED IN TO ASSIST.
4531-ODT0001

0001642677 ODT02 IS TOGGLING IN AND OUT OF ALARM. SECURITY AND BOBBY 
COLLIER NOTIFIED. LARRY GRAY IS ONSITE.

4583-ODT0002

0001642628 4711-O2-ALARM  SECURITY REPORTS O2 ALARM AT 4711.  K. BEVIS 
NOTIFIED.

4711-ODT0001

0001636851 REPAIR LIGHTS AND HORN ON ODT0001 4760-ODT0001
0001637011 ODT01-ALARM IN ALARM. DUNN NOTIFIED 4532-ODT0001
0001637005 4708-ODT19-ALARM, IN ALARM. SAMPLE AIR AND RESET SYSTEM. 

W.RITTER NOTIFIED, AND J.MOORE CALLED IN TO ASSIST RITTER.
4708-ODT0019

0001632289 ODT01-ALARM IN ALARM. GRAY NOTIFIED 4628
0001632045 ODT01-ALARM. COLLIER NOTIFIED 4583-ODT0001
0001632051 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4728
0001626926 REPLACE CELL  (GRAY) 4708-ODT0023
0001620689 4205-ODT02-ALARM IN ALARM. W.RITTER NOTIFIED, L.BORDEN CALLED IN  

TO ASSIST RITTER.
4205-ODT0002

0001614683 4554-TRAILER-ODT02 IN ALARM F HOLT NOTIFIED 4554-ODT0002
0001608910 ODT IS TOGGLING IN AND OUT OF ALARM. LARRY GRAY AND SECURITY 

NOTIFIED.
4648-ODT0001

0001608912 O2 MONITOR GOING OFF (COLLIER NOTIFIED) 4648RM0101
0001602996 4739-ODT01 ALARM B DUNN NOTIFIED 4739-ODT0001
0001579613 DISABLE REFRIGERANT MONITORS  (H.W. FAMILIAR) 4207
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0001564574 ODT03 IS IN ALARM. SECURITY AND BOBBY COLLIER NOTIFIED. LARRY 

GRAY ONSITE.
4707-ODT0003

0001550157 4628 HYDGAS ALARM NOTIFIED COLLIER 4628
0001550185 YELLOW STOBE GOING OFF ON 02 SENSOR 4205RM0109
0001546535 4612-ODT02-ALARM TOGGELING PHILLIPS NOTIFIED 4612-ODT0002
0001539606 4530 ODT-01 IN ALARM PRANCE CHECKING 4530-ODT0001
0001536317 ODT08 TOGGLED IN AND OUT OF ALARM. LOCATED IN ROOM 1212. BOBBY 

COLLIER AND SECURITY NOTIFIED.
4612

0001532961 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4530-ODT0001
0001526394 ODT06 IS IN ALARM. SECURITY AND BOBBY COLLIER NOTIFIED. FRANKIE 

HOLT IS ONSITE.
4707-ODT0006

0001526378 4487 /  CHECK OXYGEN SENSOR IN RM. 136B. SENSOR IS NO. ODT0002. 
(BAKER)

4487FLR01

0001518916 ODT02 IS IN ALARM. BOBBY COLLIER AND SECURITY NOTIFIED. FRANKIE 
HOLT ONSITE.

4555-ODT0002

0001518979 SUPPORT UCS ON ALARMS  (H.WRIGHT) 4718RM0115
0001498967 REPLACE 12 VOLT BATTERY  (KEVIN MILLER) 4619-ODT0001
0001488571 4605 ODT-01 IN ALARM BORDEN CHECKING 4605-ODT0001
0001483305 4661-O2-ALARM  SECURITY REPORTS O2 ALARM.  ELECTRICIANS NOTIFIED. 4661

0001480469 SECURITY REPORTS AN ODT AT 4205 ROOM 108. GREG BURLESSON 
NOTIFIED.

4205RM0108

0001477328 REPLACE OXYGEN SENSOR   ODT001 4718-3-ODT0001
0001477103 HDT01 AND HDT02 IN ALARM. COLLIER NOTIFIED 4612-HDT0001
0001470833 4475-ODT01-ALARM  O2 SENSOR IN ALARM.  SECURITY NOTIFIED. 4475-ODT0001
0001470711 4530-ODT01-ALARM J HAMM NOTIFIED 4530
0001464676 4555-ODT02-ALARM.  LARRY LANKFORD & TIM PETTUS RESPONDING. 4555-ODT0002
0001464811 REPLACE OXYGEN SENSOR 4760-ODT0001
0001458859 ODT01 IS IN ALARM. SECURITY AND BOBBY COLLIER NOTIFIED. 4628-ODT0001
0001452714 4648 ODT-01 IN ALARM BORDEN CHECKING 4648-ODT0001
0001455845 4475-ODT02-ALARM IN ALARM, BURLESON, SECURITY NOTIFIED 4475-ODT0002
0001446408 4475-ODT01-ALARM  O2 ALARM IN ALARM.  K. BEVIS NOTIFIED. 4475-ODT0001
0001440363 02 ALARM (MCCLARY) 4755RMB0100
0001434896 ODT02-ALARM IN ALARM. COLLIER NOTIFIED 4623-ODT0002
0001425579 4705 ODT-03 TOGGLING PRANCE CHECKING 4705-ODT0003
0001414892 4718-ODT03-ALARM.  MIKE PRANCE NOTIFIED 4718-ODT0003
0001409349 4708-ODT12-ALARM  O2 SENSOR IN ALARM.  SECURITY NOTIFIED. 4708-ODT0012
0001409280 02 ALARM ( COFFIELD) 4619BSMT
0001389200 4705-ODT02-ALARM.  BOBBY COLLIER NOTIFIED. 4705-ODT0002
0001382834 ODT IN ALARM. LARRY GRAY NOTIFIED. 4705-ODT0002
0001382641 4605-0DT01-ALARM.  LARRY LANKFORD NOTIFIED, 4605-ODT0001
0001389052 UNKNOWN ALARM 4612RM0020
0001368364 4605-ODT01-ALARM.   DALE BORDEN NOTIFIED. 4605-ODT0001
0001386121 4628-HYDGAS-ALARM  HYDROGEN GAS ALARM IN ALARM.  K. BEVIS 

NOTIFIED.
4628

0001372865 4532 / MAIN REPLACE 0/2 SENSOR IN ODT 1 4532-ODT0001
0001379637 UV-DETECTION IN TROUBLE MODE ( COLLIER AWARE) 4628
0001379673 ODT IN ALARM. LARRY GRAY NOTIFIED. 4707-ODT0006
0001526417 4619-RM153_O2-ALARM, TOGGLING IN/OUT ALARM. J.PHILLIPS AND 

L.BORDEN WILL RESET.
4619-ODT0005

0001519110 4711 AUDIBLE ALARM WALTON CHECKING 4711
0001519102 4618 ODT ALARM 4618
0001507550 4708 ODT-07 IN ALARM PRANCE CHECKING 4708-ODT0007
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0001507257 4619 ODT1 COLLIER NOTIFIED 4619-ODT0001
0001501328 4628-ODT01-ALARM. SAMPLE AIR AND RESET ALARM. K.BEVIS AND 

W.RITTER NOTIFIED.
4628-ODT0001

0001501464 4555 ODT-02 IN ALARM LANKFORD NOTIFIED 4555-ODT0002
0001501397 4718-1-ODT01- ALARM COLLIER NOTIFIED 4718-1-ODT0001
0001498906 4467-ODT01-ALARM IN ALARM,  LARRY GREY NOTIFED 4467-ODT0001
0001495238 4612-ODT02-ALARM COLLIER NOTIFIED 4612-ODT0002
0001492524 4554TRAILER-ODT02-ALARM B COLLIER NOTIFIED 4554
0001488656 4653-ODT02-ALARM. SAMPLE AIR AND RESET ALARM. L.BOR 4653-ODT0001
0001558994 4476-ODT01 ALARM  J PHILLIPS NOTIFIED 4476
0001564381 4205 ODT-01 IN ALARM BORDEN CHECKING 4205-ODT0001
0001558915 4628-HYDGAS-ALARM  HYDROGEN GAS ALARM IN ALARM.  T. RITTER AND 

K. BEVIS NOTIFIED.
4628

0001556605 4618 ALARM BURLESON NOTIFIED 4618
0001558903 ODT01 IN ALARM. NOTIFIED SECURITY AND BOBBY COLLIER 4555-ODT0001
0001564364 HYDROGEN GAS ALARM. BOBBY COLLIER AND SECURITY NOTIFIED. 

LARRY GRAY ONSITE.
4628

0001556640 4618-ODT02-ALARM. SAMPLE AIR AND RESET SYSTEM. K.BEVIS AND 
W.RITTER NOTIFIED.

4618-ODT0002

0001558947 REPLACE CELLS IN ODT0003 ( GRAY) 4619-ODT0003
0001558936 02 ALARM (COLLIER NOTIFIED) 4619RM0146
0001553552 4628 / HDT-0001 PLEASE SERVICE THE ALARM PANEL. HYDROGEN 

DETECTOR 20 (ROOM 107) DRIFTED BELOW 0% LEL. PLEASE RECALIBRATE.  
UV FIRE DETECTOR 1 IN ZONE 2 (ROOM 9) IS DISPLAYING FAULT CODE 2. 
PLEASE REPAIR.

4628-HDT0001

0001556631 4628 ODT-01 IN ALARM BORDEN CHECKING 4628-ODT0001
0001553291 4619 ODT-5 TOGGINGLY LANKFORD CHECKING 4619-ODT0005
0001553281 4619-RM153_02-ALARM.  LARRY LANKFORD NOTIFIED. 4619-ODT0005
0001546845 O2 ALARM 4656RM0113
0001546566 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4530-ODT0001
0001558908 4705 ODT-02 IN ALARM BORDEN CHECKING 4705-ODT0002
0001558910 4618 ODT-01 IN ALARM BORDEN CHECKING 4618-ODT0001
0001553310 RM153-ODT IN ALARM. COLLIER NOTIFIED 4619-ODT0003
0001546540 4555-ODT02-ALARM.  LARRY LANKFORD NOTIFIED AND DAVID GARREN 

CALLED OUT TO ASSIST.
4555-ODT0002

0001546849 ODT35 IN ALARM DUE TO POWER OUTAGE. 4708-ODT0035
0001546853 ODT01 IN ALARM DUE TO POWER OUTAGE. LARRY GRAY NOTIFIED. 4475-ODT0001
0001546862 ODT02 IN ALARM DUE TO POWER OUTAGE. LARRY GRAY NOTIFIED. 4475-ODT0002
0001546885 02 ALARM ( NOTIFIED COLLIER) MCCLARY 4205RM0110
0001550070 02 ALARM 4487RMB0136B
0001550213 ODT06-ALARM IN ALARM. COLLIER NOTIFIED 4707-ODT0006
0001546534 4708-ODT28-ALARM J PHILLIPS NOTIFIED 4708-ODT0028
0001550188 02 ALARM 4566
0001553528 02 SENSORS IN TROUBLE ALARM, UV DECTECTOR ALSO ( COLLIER 

NOTIFIED)
4628FLR01

0001546460 4619 O2_ALARM ROOM 153 PRANCE CHECKING 4619-ODT0005
0001536362 CHECK OXYGEN MONITOR.  IT`S BEEPING "LOW BATTERY". 4659-ODT0001
0001539364 ODT04-ALARM IN ALARM. COLLIER NOTIFIED 4708-ODT0004
0001539497 ODT01-ALARM IN ALARM. WALTON NOTIFIED 4555-ODT0001
0001526416 4707-ODT05-ALARM, IN ALARM, NEEDS RESETTING. J.PHILLIPS NOTIFIED 

AND L.BORDEN CALLED IN TO ASSIST WITH ALARM.
4707-ODT0005

0001532790 4707-ODT13-ALARM, IN ALARM. K.BEVIS AND W.RITTER NOTIFIED. 4707-ODT0013
0001532875 4205-ODT01-ALARM  O2 SENSOR IN ALARM.  K. BEVIS NOTIFIED. 4205
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0001533045 HYDROGEN ALARM (COLLER NOTIFIED) 4628RM0131
0001532746 ODT04-ALARM IN ALARM. HOLT NOTIFIED 4708-ODT0004
0001532858 ODT 01 IN ALARM. BOBBY COLLIER AND SECURITY NOTIFIED. 4530-ODT0001
0001532912 ODT02-ALARM IN ALARM. COLLIER NOTIFIED 4475-ODT0002
0001530865 ODT02-ALARM IN ALARM. COLLLIER NOTIFIED 4475-ODT0002
0001519096 4475-ODT02-ALARM COLLIER NOTIFIED 4475
0001512600 02 IN ALARM MODE ( COLLIER AWARE) 4619RMB0139
0001519108 ODT01 IN ALARM. NOTIFIED SECURITY AND QUILLEN. 4530
0001510324 ODT01 IN ALARM. BOBBY COLLIER AND SECURITY NOTIFIED. LARRY GRAY 

ONSITE
4718-1-ODT0001

0001510314 ODT01 IS IN ALARM. BOBBY COLLIER AND SECURITY NOTIFIED. 4475-ODT0001
0001510305 4555-ODT02-ALARM IN ALARM. SAMPLE AIR AND RESET ALARM. K.BEVIS 

AND W.RITTER NOTIFIED.
4555-ODT0002

0001507495 4619 ODT02 IS IN ALARM. BOBBY COLLIER AND SECURITY NOTIFIED. 
LARRY GRAY ONSITE.

4619-ODT0002

0001507549 4628-ODT-01 IN ALARM BORDEN CHECKING 4628-ODT0001
0001507222 4555-ODT02-ALARM. SAMPLE AIR AND RESET ALARM. 4555-ODT0002
0001507242 4707 RM128 O/2 ALARM COLLIER NOTIFIED 4707RM0128
0001501470 4555-ODT02-ALARM  O2 SENSOR IN ALARM.  K. BEVIS NOTIFIED. 4555-ODT0002
0001501551 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4475-ODT0001
0001474196 02 TROUBLE 4540BSMT
0001477079 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4530-ODT0001
0001477104 HYDROGEN TROUBLE 4612RM1002
0001480493 ODT01 IS IN ALARM. SECURITY AND GREG BURLESSON NOTIFIED. FRANKIE 

HOLT ONSITE.
4475-ODT0001

0001483290 4628-ODT12-ALARM, IN ALARM. W.RITTER NOTIFIED, L.BORDEN CALLED IN 
TO ASSIST.

4628RM0125

0001464670 4705-ODT04-ALARM LOCATED IN E-2 RITTER NOTIFIED 4705
0001477277 4718-3-ODT-ALARM B DUNN NOTIFIED 4718
0001477285 ODT03-ALARM IN ALARM. DUNN NOTIFIED 4708
0001467737 4583 ODT-021 TOGGLING PRANCE CHECKING 4583-ODT0001
0001375886 4605-ODT01-ALARM, COLLIER , SECURITY NOTIED 4605-ODT0001
0001375802 JOHN DAVIS SET THE O2 ALARM OFF BY KEYING HIS RADIO. LARRY GRAY 

NOTIFIED.
4570-ODT0001

0001672853 4628 ODT-01 IN ALARM COLLIER NOTIFIED 4628-ODT0001
0001663632 4476-ODT01-ALARM  O2 ALARM IN ALARM.  K. BEVIS NOTIFIED. 4476
0001642626 4628-ODT01-ALARM  O2 ALARM IN ALARM.  K. BEVIS AND T. RITTER 

NOTIFIED.
4628-ODT0001

0001642751 4711-ODT05-ALARM, SAMPLE AIR AND RESET SYSTEM . W.JRITTER 
NOTIFIED. AND J. MOORE CALLED IN TO ASSIST RITTER.

4711-ODT0005

0001637010 ODT01-ALARM IN ALARM. DUNN NOTIFIED 4530-ODT0001
0001637002 4707-ODT05-ALARM.  LARRY LANKFORD NOTIFIED AND RONNIE NEWTON 

CALLED OUT TO ASSIST WITH THE ALARM
4707-ODT0005

0001634805 REPLACE H2 SENSOR AND CALIBRATE 4628RM0115
0001632126 02 TROUBLE ALARM ( COLLIER NOTIFIED) OFFICER HIGH 4707RM0124A
0001634832 ODT01 IN THE BASEMENT IS IN ALARM. BOBBY COLLIER AND SECURITY 

NOTIFIED.
4570-ODT0001

0001620845 4705-ODT02-ALARM  O2 SENSOR IN ALARM.  T. PETTUS AND J. MOORE 
NOTIFIED.

4705

0001617861 ODT02-ALARM TOGGLING. COLLIER NOTIFIED 4583-ODT0002
0001611673 4711-RME179A  SECURITY REPORTS AUDIBLE ALARM COMING FROM UNIT 

INSIDE RM.  J. MCCAGHREN NOTIFIED.
4711

0001611697 ODT02-ALARM IN ALARM. COLLIER NOTIFIED 4554
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TOG Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001602878 4707 ODT12 TOGGLED IN/OUT OF ALARM. NOTIFIED BOBBY COLLIER AND 

SECURITY.
4707-ODT0012

0001596753 4628-ODT01-ALARM, IN ALARM. M.PRANCE NOTIFIED. 4628-ODT0001
0001597027 ODT12 TOGGLED IN AND OUT OF ALARM. BOBBY COLLIER NOTIFIED AND 

FRANKIE HOLT ONSITE.
4707-ODT0012

0001590754 02 ALARM 4705-ODT0001
0001585123 4605 ODT-01 IN ALARM BORDEN CHECKING 4605-ODT0001
0001564401 02 TROUBLE ( HIGGINBOTTOM) COLLIER NOTIFIED 4707RM0156B
0001558990 4205-ODT01-ALARM, IN ALARM. W.RITTER NOTIFIEDAND L.GRAY WAS 

CALLED IN TO ASSIST HIM WITH ALARM.
4205-ODT0001

0001556648 HYDROGEN TROUBLE ALARMS & UV DETECTORS IN ALARM ( COLLIER 
AWARE)

4628RM0107

0001550210 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4205-ODT0001
0001546557 REPLACE OXYGEN SENSOR 4555-ODT0001
0001539402 4619-RM153_O2-ALARM  O2 SENSOR IN ALARM.  ELECTRICIANS NOTIFIED. 4619RM0153
0001539339 4708-ODT04 TOGGLE COLLIER NOTIFIED 4708-ODT0004
0001539487 4755-ODT01-ALARM, IN ALARM. W.RITTER NOTIFIED. 4755-ODT0001
0001533152 4619-ODT02-ALARM  O2 SENSOR IN ALARM.  SECURITY NOTIFIED. 4619
0001464856 02 TROUBLE ( COLLIER NOTIFIED) 4531FLR01
0001464859 ODT ALARM. SECURITY REPORTS AND ODT ALARM AT 4530. BOBBY 

COLLIER NOTIFIED.
4530

0001470721 4653 ODT-01 TOGGLING LANKFORD CHECKING 4653-ODT0001
0001470823 ODT01-ALARM. COLLIER NOTIFIED 4618-ODT0001
0001470843 4561-TROUBLE-ALARM  USER C. HENRY REPORTS TROUBLE ALARM ON FAS 

PANEL.  K. BEVIS NOTIFIED.
4561

0001470703 4583-ODT02-ALARM.  DALE BORDEN NOTIFIED. 4583-ODT0002
0001470701 4605-ODT01-ALARM.  MIKE PRANCE AND SECURITY NOTIFIED. 4605-ODT0001
0001458872 ODT01 IS IN ALARM. BOBBY COLLIER AND SECURITY 4605-ODT0001
0001458901 02 TROUBLE ( COLLIER NOTIFIED) 4540
0001458924 ODT05 TOGGLED IN AND OUT OF ALARM. SECURITY AND BOBBY COLLIER 

NOTIFIED.
4612-ODT0005

0001464681 SECURITY REPORTS AN ODT ALARM. BILLY DUNN NOTIFIED. ELEC CALLED 
IN.

4619-ODT0001

0001464682 ODT01 TOGGLED IN AND OUT OF ALARM. SECURITY AND BILLY DUNN 
NOTIFIED.

4530-ODT0001

0001458661 4619-RM153_O2-ALARM, L.LANKFORD NOTIFIED, B,DUNN RETURNED TO 
ASSIST WITH ALARM..

4619-ODT0005

0001458659 4619-RM153_O2-ALARM, SAMPLE AIR AND RESET TOGGLING ALARM. 
W.RITTER NOTIFIED WILL CORRECT AT SHIFT CHANGE.

4619-ODT0005

0001458753 4530-ODT01-ALARM  O2 SENSOR IN ALARM.  SECURITY NOTIFIED. 4530-ODT0001
0001458833 ODT01 IS IN ALARM. SECURITY AND BOBBY COLLIER NOTIFIED. 4475-ODT0001
0001458847 ODT01 IS IN ALARM BOBBY COLLIER AND SECURITY NOTIFIED. 4583-ODT0001
0001452753 4554TRAILER-ODT02-ALARM IN ALARM, SECURITY ANDL.GREY NOTIFIED 4554
0001452788 ODT01-ALARM IN ALARM. DUNN NOTIFIED 4475
0001452756 4207-HCFC-ALARM NOTIFIED H. WRIGHT AND SECURITY 4207
0001458750 4755 ODT-01IN  ALARM BORDEN & PRANCE CHECKING 4755-ODT0001
0001458896 4623-ODT-ALARM  O2 SENSOR IN ALARM REPORTED BY SECURITY.  K. 

BEVIS NOTIFIED.
4623

0001464655 ODT01 IS IN ALARM. NOTIFIED BOBBY COLLIER. 4530
0001449873 4475-ODT01-ALARM , COLLIER, GRAY SECURITY NOTIIFIED 4475-ODT0001
0001452803 4612-ODT06-ALARM  O2 SENSOR IN ALARM.  K. BEVIS NOTIFIED. 4612-ODT0006
0001452804 4539-O2-ALARM  O2 SENSOR IN ALARM PER K. CANTRELL.  K. BEVIS 

NOTIFIED.
4539
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TOG Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001446586 4473 HCFC ALARM ZONE 6  AK CHECKING 4473
0001446405 4530-ODT01-ALARM  O2 ALARM IN ALARM.  T. RITTER NOTIFIED. 4530-ODT0001
0001443592 02 ALARM  (HART) 4612
0001440307 4475 ODT-01 IN ALARM LANKFORD CHECKING 4475-ODT0001
0001440419 4583 ODT-02 TOGGLING PRANCE CHECKING 4583-ODT0002
0001440293 4707-ODT03-ALARM.  DALE BORDEN NOTIFIED. 4707-ODT0003
0001440297 4583-ODT2-ALARM B DUNN NOTIFIED 4583-ODT0002
0001440299 4532-ODT01-ALARM B DUNN NOTIFIED 4532-ODT0001
0001440305 UNKOWN ALARM SOUNDING OFF IN PANEL OF SOUTH ENTRANCE OF 

BLDG. DUNN NOTIFIED
4600

0001440283 ODT01 IN ALARM. LARRY GRAY AND SECURITY NOTIFIED. FRANKIE HOLT 
ONSITE.

4475-ODT0001

0001440375 ODT01 IN ALARM. BOBBY COLLIER AND SECURITY NOTIFIED. FRANKIE 
HOLT ONSITE.

4628-ODT0001

0001428507 CHANGE CELLS 1 AND 3 IN ROOM 157 (BURLESON) 4493-ODT0001
0001428777 ODT 12 IS IN ALARM. SECURITY AND LARRY GRAY NOTIFIED. 4708-ODT0012
0001432022 CODT01-ALARM IN ALARM. COLLIER NOTIFIED 4583-ODT0001
0001434923 4618 / MAIN INSTALL BACK UP UPS FOR 0/2 SYSTEM 4618
0001425573 HCFC LEVEL 6 ALARM. SECURITY AND HVAC NOTIFIED. 4473
0001428525 4473 HCFC ALARM ZONE 6  H. WRIGHT CHECKING 4473
0001425590 4705-ODT03-ALARM  O2 ALARM IN ALARM AT 4705.  T. RITTER NOTIFIED. 4705
0001428509 CHANGE TWO CELLS (BURLESON) 4570-ODT0002
0001428510 REPLACE CELL IN TUNNEL 4476-ODT0001
0001428512 REPLACE VENT CELL AND TWO CELLS IN TUNNELS (BURLESON) 4583-ODT0002
0001428514 CHANGE CELLS IN ROOMS 107A AND I06A  (BURLESON) 4705-ODT0002
0001414909 4619-ODT02 IN ALARM LANKFORD CHECKING 4619-ODT0002
0001428505 CHANGE CELLS IN EAST AND WEST PIT  (BURLESON) 4656-ODT0001
0001428506 REPAIR O2 WARNING LIGHT AT NORTH ENTRANCE (BURLESON) 4648NORTH
0001425567 ODT02 TOGGLED IN ALARM AND THEN CLEARED. SECURITY AND LARRY 

GRAY NOTIFIED.
4481-ODT0002

0001428492 IN ALARM. LARRY GRAY AND SECURITY NOTIFIED. 4570-ODT0001
0001415036 4718 ALARM IN ROOM 206 S. DAVIS CHECKING 4718-ODT0003
0001415157 4481 ODT-04 IN ALARM BORDEN CHECKING 4481-ODT0004
0001418385 ODT2 IS IN ALARM AFTER THE POWER OUTAGE. SECURITY AND GREG 

BURLESSON NOTIFIED.
4650-ODT0002

0001428580 HYDROGEN GAS ALARM LARRY GRAY AND SECURITY NOTIFIED. 4628
0001412097 4628 ODT-01 IN ALARM PRANCE CHECKING 4628-ODT0001
0001409301 HCFC-ALARM IN ALARM. SWINFORD NOTIFIED 4473
0001409486 4250-TROUBLE-ALARM  SECURITY REPORTS AUDIBLE ALARM FROM 

PANEL.  D. BORDEN NOTIFIED.
4250

0001382727 4655 / HBAY REPLACE OXYGEN SENSOR 4655
0001396728 4487AB-ODT01-ALARM  O2 ALARM TOGGLING.  K. BEVIS NOTIFIED. 4487
0001400088 4487AB-ODT01-ALARM. SAMPLE AIR AND RESET ALARM. K.BEVIS AND 

W.RITTER NOTIFIED.
4487RMAB0150

0001389218 ASSIST MR.MIKE WATWOOD, WITH LOCAL HYDROGEN ALARM. W.RITTER 
NOTIFIED.

4628

0001477133 4612 HDT-1 & 2 IN ALARM BORDEN CHECKING 4612-HDT0001
0001470637 4707-ODT05-ALARM 4707
0001464628 ODT01 TOGGLED IN/OUT OF ALARM. NOTIFIED BOBBY COLLIER AND 

SECURITY.
4648-ODT0001

0001464810 REPLACE OXYGEN SENSOR 4612-ODT0001
0001464661 4628-ODT01-ALARM.  BOBBY COLLIER NOTIFIED. 4628-ODT0001
0001461570 4619 ODT-01 IN ALARM COLLIER NOTIFIED 4619-ODT0001
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TOG Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001455922 4475-ODT02 IN ALARM COLLIER , SECURITY NOTIFIED 4475-ODT0002
0001443591 ODT05 TOGGLED IN AND OUT OF ALARM. BOBBY COLLIER AND SECURITY 

NOTIFIED.
4612-ODT0005

0001440306 ODT01-ALARM IN ALARM. DUNN NOTIFIED 4755-ODT0001
0001431940 ODT02 HAS TOGGLED IN AND OUT OF ALARM. BOBBY COLLIER AND 

SECURITY NOTIFIED. LARRY GRAY ONSITE.
4481-ODT0002

0001428531 4612-ODT05-ALARM, SAMPLE AIR AND RESET ALARM. K.BEVIS NOTIFIED. 4612-ODT0005
0001425589 4650 ODT-2 IN ALARM PRANCE CHECKING 4650-ODT0002
0001421605 4612-ODT05-ALARM COLLIER NOTIFIED 4612
0001415102 4623-ODT01-ALARM B COLLIER NOTIFIED 4623-ODT0001
0001414827 4605-ODT01-ALARM COLLIER NOTIFIED 4605-ODT0001
0001412030 ODT01 IN ALARM. SECURITY AND FRANKIE HOLT NOTIFIED. 4583-ODT0001
0001409226 4623 ODT-01 IN ALARM DUNN CHECKING 4623-ODT0001
0001409407 ODT02 HAS TOGGLED IN ALARM. BOBBY COLLIER AND SECURITY 

NOTIFIED. LARRY GRAY ONSITE.
4656-ODT0002

0001382634 4605-ODT01-ALARM.  DALE BORDEN NOTIFIED. 4605-ODT0001
0001396476 4475-ODT02-ALARM.  DALE BORDEN NOTIFIED. 4475-ODT0002
0001379649 ODT IS IN ALARM. LARRY GRAY NOTIFIED. 4475-ODT0002
0001372862 4475 / 129 REPLACE 0/2 SENSOR IN ODT 1 4475-ODT0001
0001389471 LOW LEVEL AUDIBLE ALARM 4611
0001375951 4605 ODT01 B DUNN NOTIFIED 4605-ODT0001
0001403460 ODT01 IN ALARM. 911 AND BOBBY COLLIER NOTIFIED. LARRY GRAY 

ONSITE WORKING ON ODT.
4530-ODT0001

0001396760 REMOVE O2/ FLAMMABLE GAS CONTROL PANELS 4640RM0001
0001389418 4707  / XXXX REPLACE OXYGEN DETECTOR IN ODT 13 AND 14 4707
0001375822 4711 ODT-02 IN ALARM NOTIFIED COLLIER 4711-ODT0002
0001365687 4711 / E112 REPLACE 0/2 SENSOR 4711RME0112
0001368728 4619 / RM167 REPLACE 0/2 SENSOR IN ODT 4 4619-ODT0004
0001670156 4711-ODT01-ALARM  GAS DETECTION ALARM TOGGLING.  K. BEVIS, L. 

GREY, AND SECURITY NOTIFIED.
4711-ODT0001

0001669987 02 ALARM 4618
0001667150 4628-ODT01-ALARM BURLESON NOTIFIED 4628
0001667155 REPLACE CELL IN ODT0002 ( L. GRAY) 4612-ODT0002
0001663644 ODT02-ALARM IN ALARM. COLLIER NOTIFIED 4705
0001663630 TRAILER ODT02 IS IN ALARM. NOTIFIED SECURITY AND LARRY LANKFORD. 4554

0001663629 ODT01 TOGGLING IN/OUT OF ALARM 4711
0001661010 ODT02 IN THE TRAILER IS IN ALARM. SECURITY AND BOBBY COLLIER 

NOTIFIED.
4554-ODT0002

0001655703 REPAIR 02 ALARM 4487RMC0177
0001657851 ODT03-ALARM IN ALARM. DUNN NOTIFIED 4583
0001657823 4605-ODT01-ALARM L GRAY NOTIFIED 4605-ODT0001
0001646036 4531 ODT -1 IN ALARM BORDEN CHECKING 4531-ODT0001
0001642715 ODT01 IN ALARM. FRANKIE HOLT AND SECURITY NOTIFIED. 4530-ODT0001
0001642632 4532-ODT01-ALARM  O2 ALARM IN ALARM.  K. BEVIS AND T. RITTER 

NOTIFIED.
4532

0001642620 4619 O2_ALARM ROOM 153  MOORE CHECKING 4619RM0153
0001637161 4708-ODT29-ALARM. SAMLE AIR AND RESET ALARM. K.BEVIS NOTIFIED, M. 

LUDLOW CALLED IN TO ASSIST BEVIS.
4708-ODT0029

0001637006 RESET O2 ALARM. W.RITTER NOTIFIED, R. NEWTON CALLED IN TO ASSIST 
RITTER.

4628RM0105A

0001637000 4628-ODT01-ALARM.  LARRY LANKFORD NOTIFIED AND RONNIE NEWTON 
CONTACTED AS THE CALLOUT.

4628-ODT0001
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TOG Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001634808 REPLACE H2 SENSOR AND CALIBRATE 4628RM0121
0001632295 CLEAN EYES ON UV DETECTOR ( GRAY) 4628
0001626780 4628-HYDGAS-ALARM, W.RITTER NOTIFIED, R. NEWTON ASSISTED. 4628-HDT0001
0001620760 ODT02-ALARM IN ALARM. BURLESON NOTIFIED 4570
0001620691 ODT02-ALARM IN ALARM. DUNN NOTIFIED 4205-ODT0002
0001614876 ODT02-ALARM IN ALARM. COLLIER NOTIFIED 4205-ODT0002
0001614790 4475 ODT-01 ALARM BORDEN NOTIFIED 4475-ODT0001
0001614679 02 TROUBLE ALARM ( COLLIER AWARE) 4205RM0107
0001614675 UV DETECTOR IN TROUBLE MODE ON OUTSIDE POLE 4628
0001608844 ODTO1 IN ALARM. GREG BURLESSON AND SECURITY NOTIFIED. 4530-ODT0001
0001600292 ODT TOGGLED IN AND OUT OF ALARM. BOBBY COLLIER AND SECURITY 

NOTIFIED.
4708-ODT0022

0001596751 4530 ODT-01 IN ALARM PRANCE CHECKING 4530-ODT0001
0001590608 4707-ODT12-ALARM B DUNN NOTIFIED 4707
0001585125 4583  ODT-02 IN ALARM TOGGLING PETTUS CHECKING 4583-ODT0002
0001579359 ODT02-ALARM. TOGGLING. JASON NOTIFIED 4583-ODT0002
0001564613 ODT IS TOGGLING IN AND OUT OF ALARM. BOBBY COLLIER AND SECURITY 

NOTIFIED. LARRY GRAY ONSITE.
4583-ODT0002

0001564588 ODT IN ALARM. BOBBY COLLIER AND SECURITY NOTIFIED. 4619-ODT0001
0001564470 ODT01-ALARM IN ALARM. PHILLIPS NOTIFIED 4555-ODT0001
0001553659 4707-ODT RM 128A 4707-ODT0001
0001550167 4708-ODT28-ALARM  O2 SENSOR IN ALARM.  T. RITTER NOTFIED. 4708-ODT0028
0001546863 ODT28 IN ALARM DUE TO POWER OUTAGE. LARRY GRAY NOTIFIED. 4708-ODT0028
0001546499 ODT03 RMA107 IN ALARM. NOTIFIED LARRY GRAY. 4705-ODT0003
0001546851 ODT01 IN ALARM DUE TO A POWER OUTAGE. LARRY GRAY NOTIFIED. 4205-ODT0001
0001533101 02 ALARM IN WEST SIDE SHED 4618
0001526430 4555-ODT02-ALARM IS IN ALARM. SECURITY NOTIFED 4555-ODT0002
0001526421 4628 02 ALARM, J.PHILLIPS NOTIFIED. THEY WILL WORK AT SHIFT CHANGE. 4628-ODT0001

0001519150 CHECK, REPAIR MONITOR PPM FOR UCS  (H.WRIGHT) 4718RM0115
0001512696 4708-ODT07-ALRM  O2 SENSOR IN ALARM.  SECURITY NOTIFIED.  T. RITTER 

AND K. BEVIS RESPONDING.
4708-ODT0007

0001507278 4619-ODT ALARM COLLIER NOTIFIED 4619-ODT0001
0001507290 REPLACE CELL ON EAST WALL ON ODT0002 ( GRAY) 4707-ODT0002
0001501573 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4555-ODT0001
0001501296 ODT01-ALARM IN ALARM. GRAY NOTIFIED 4605-ODT0001
0001501736 4707-ODT02-ALARM, SAMPLE AIR AND RESET ALARM. K.BEVIS NOTIFIED 

AND L.BORDEN CALLED IN.
4707-ODT0002

0001498920 4628-O2-ALARM  SECURITY REPORTS O2 SENSOR IN ALARM AT 4628.  T. 
RITTER NOTIFIED.

4628

0001483277 4530-ODT01 ALARM COLLIER NOTIFIED 4530-ODT0001
0001483512 4475-ODT01-ALARM MR COLLIER NOTIFIED 4475
0001477367 4718-ODT02-ALARM  O2 SENSOR IN ALARM.  SECURITY NOTIFIED. 4718-ODT0002
0001477171 4481-ODT02-ALARM 4481-ODT0002
0001470707 4475-ODT01-ALARM, SAMPLE AIR AND RESET ALARM. W.RITTER NOTIFIED. 

L.GRAY CALLED IN TO ASSIST RITTER WITH ALARM.
4475-ODT0001

0001464669 4467-ODT01-ALARM, SMPLE AIR AND RESET ALARM. W.RITTER NOTIFIED. 4467-ODT0001

0001464806 4555-ODT01-ALARM  O2 SENSOR IN ALARM.  SECURITY NOTIFIED. 4555-ODT0001
0001458666 4619 RM 153 O2 ALARM LANKFORD NOTIFIED 4619RM0153
0001458889 4623 ODT-01 TOGGLING IN ALARM BORDEN CHECKING 4623-ODT0001
0001452829 4554-ODT01-ALARM TOGGLED ALARM, L.GREY NOTIFED 4554-ODT0001
0001446363 4583-CODT01 4583-CODT0001
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TOG Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001440349 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4755
0001440311 4755-O2-ALARM  SECURITY REPORTED AN O2 ALARM AT 4755. K. BEVIS 

NOTIFIED.
4755

0001440301 4619 ODT ALARM B DUNN NOTIFIED 4619-ODT0001
0001440174 ODT ALARM IN RM163 REPORTED BY SECURITY. LARRY GRAY NOTIFIED. 4619
0001428516 CHANGE OUT CELLS IN ROOMS 100, 103 AND 105 (BURLESON) 4650FLR01
0001428508 CHANGE TWO CELLS (BURLESON) 4570-ODT0001
0001421489 O2-ALARM. BURLESON NOTIFIED 4707
0001414920 4619-ODT02-ALARM  O2 ALARM IN WEST HIGHBAY IN ALARM.  L. 

LANGFORD NOTIFIED.
4619

0001414906 ODT03 IN ALARM. DUNN NOTIFIED 4718
0001409362 4727-ALARM  AUDIBLE ALARM REPORTED BY USER.  K. BEVIS NOTIFIED. 4727
0001409358 4618-O2 ALARM  SECURITY REPORTS O2 ALARM IN RM 100. K. BEVIS 

NOTIFIED.
4618RM0100

0001409520 ODT02 IN ALARM. BOBBY COLLIER AND SECURITY NOTIFIED. GREG 
BURLESSON ONSITE.

4583-ODT0002

0001396458 4718-1-ODT01-ALARM MR COLLIER NOTIFIED 4718-1
0001403413 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4628-ODT0001
0001396491 4531-ODT01-ALARM  O2 ALARM IN ALARM.  SECURITY NOTIFIED. 4531
0001382854 REPLACE ZONE CELLS IN ZONES 9 , 10, 11 AND 12  (BURLESON) 4605RM0013A
0001361972 4605-ODT01-ALALRM.  STEVE DAVIS NOTIFIED AND JASON PHILLIPS 

CALLED OUT.
4605-ODT0001

0001365709 4628-ODT01-ALARM  O2 ALARM IN ALARM.  SECURITY NOTIFIED. 4628
0001403560 ODT IS IN ALARM. REPORTED TO SECURITY BY A USER IN THE AREA. GREG 

BURLESON AND LARRY GRAY NOTIFIED.
4586-ODT0001

0001368457 4650 ODT-02 IN ALARM LANKFORD CHECKING 4650-ODT0002
0001403334 4707-ODT05-ALARM.  LARRY LANKFORD NOTIFIED. 4707-ODT0005
0001389417 4708 / XXXX REPLACE OXYGEN DETECTOR IN ODT 11 AND 27 4708
0001361968 ODT01 IN RM10 IN ALARM. NOTIFIED ELECTRICIAN AND SECURITY. 4605
0001361929 REPLACE SENSOR 4475RM0112
0001670166 CHANGE CELLS 1 & 2 IN ODT0003 ( L. GRAY) 4612-ODT0003
0001670167 REPLACE CELL IN ODT0001, IN E112, 114 & 115 ( L. GRAY) 4711-ODT0001
0001675454 4618-ODT01-ALARM. SAMPLE AIR AND RESET SYSTEM. W.RITTER AND A. 

WALTON NOTIFIED.
4618-ODT0001

0001675458 4605-ODT01-ALARM B DUNN NOTIFIED 4605
0001675464 ODT08 IN ALARM. NOTIFIED SECURITY AND LARRY LANGFORD. 4707-ODT0008
0001670155 4619-RM153_O2-ALARM  GAS DETECTION ALARM IN ALARM.  K. BEVIS AND 

SECURITY NOTIFIED.
4619-ODT0002

0001670274 4530-ODT01-ALARM  GAS DETECTION ALARM IN ALARM.  K. BEVIS AND 
SECURITY NOTIFIED.

4530-ODT0001

0001670224 ROOM 153 ODT ALARM. BOBBY COLLIER AND SECURITY NOTIFIED. ART 
MONDRAGON ONSITE.

4619-ODT0005

0001670265 4619-ODT05-ALARM.  DALE BORDEN NOTIFIED. 4619-ODT0005
0001670279 BOBBY COLLIER AND SECURITY NOTIFIED. ART MONDRAGON IS ONSITE. 4583-ODT0002
0001672816 ODT IN ALARM BOBBY COLLIER AND SECURITY NOTIFIED. ART 

MONDRAGON.
4628-ODT0001

0001672839 ODT01 IN ALARM. BOBBY COLLIER AND SECURITY NOTIFIED. ART 
MONDRAGON IS ONSITE.

4628-ODT0001

0001667214 REPLACE CELL #4 IN ODT0005 ( L. GRAY) 4619-ODT0005
0001667215 REPLACE CELL IN ODT0004 ( L. GRAY) 4619-ODT0004
0001667157 REPLACE CELL IN ODT0001 ( L. GRAY) 4205-ODT0001
0001667156 REPLACE CELL IN ODT0002 ( L. GRAY) 4205-ODT0002
0001667158 REPLACE CELL IN ODT0007 ( L. GRAY) 4708-ODT0007
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TOG Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001663734 4205-ODT02-ALARM  O2 ALARM IN ALARM.  K. BEVIS NOTIFIED. 4205
0001663514 4708-ODT27-ALARM, IN ALARM. SAMPLE AIR AND RESET ALARM. BEVIS 

AND RITTER NOTIFIED.
4708-ODT0027

0001661003 ODT IN ALARM. BOBBY COLLIER AND SECURITY NOTIFIED. 4718-1-ODT0001
0001653274 4628-ODT01-ALARM MR COLLIER NOTIFIED 4628
0001657977 02 ALARM  (COLLIER NOTIFIED)  (MCCLARY) 4618
0001657819 4707-ODT06-ALARM MR L GRAY NOTIFIED 4707-ODT0006
0001657853 ODT01-ALARM IN ALARM. DUNN NOTIFIED 4530-ODT0001
0001657903 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4628-ODT0001
0001653308 4531 ODT -1 IN ALARM BORDEN CHECKING 4531-ODT0001
0001655702 4487C-ODT01-ALARM  O2 ALARM IN ALARM.  ELECTRICIANS NOTIFIED. 4487C-ODT0001
0001657765 REPLACE CELL IN ODT0004 FOR 106 & 103C (GRAY) 4205-ODT0004
0001657766 REPLACE CELL IN ODT0001 ( GRAY) 4718-1-ODT0001
0001657841 4619-ODT01-ALARM.  JACK MOORE NOTIFIED. 4619-ODT0001
0001663510 4718 ODT-03 IN ALARM BORDEN CHECKING 4718-ODT0003
0001653302 4205-ODT04-ALARM, IN ALARM. SAMPLE AIR AND RESET ALARM. W. 

RITTER  NOTIFIED AND R.NEWTON CALLED IN TO ASSIST RITTER.
4205-ODT0004

0001653304 4205 ODT-04 IN ALARM DUNN CHECKING 4205-ODT0004
0001639998 4628-ODT01-ALARM  O2 ALARM IN ALARM.  J. MOORE NOTIFIED. 4628-ODT0001
0001648230 4295 ROOM Z100 PANEL OPEN ON ODT LANKFORD CHECKING 4205-ODT0001
0001642690 ODT01 IS IN ALARM. BOBBY COLLIER AND SECURITY NOTIFIED. LARRY 

GRAY IS ONSITE.
4628-ODT0001

0001642750 4628-ODT01-ALARM.  LARRY LANKFORD NOTIFIED. 4628-ODT0001
0001642600 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4707-ODT0001
0001642886 4205-ODT01-ALARM  O2 ALARM IN ALARM.  K. BEVIS NOTIFIED. 4205
0001642947 ODT06 IS TOGGLING INTO ALARM. BOBBY COLLIER AND SECURITY 

NOTIFIED. LARRY GRAY IS ONSITE
4707-ODT0006

0001646027 ODT IN ALARM. SECURITY AND BOBBY COLLIER NOTIFIED. LARRY GRAY 
AND FRANKIE HOLT IS ONSITE.

4612-ODT0003

0001637198 ODT01 IN ALARM. LARRY GRAY NOTIFIED. 4570-ODT0001
0001637015 4628-ODT01-ALARM  O2 ALARM IN ALARM.  K. BEVIS AND T. RITTER 

NOTIFIED.
4628-ODT0001

0001629777 4707-O2-ALARM  SECURITY REPORTS O2 ALARM IN RM 124.  K. BEVIS AND 
T. RITTER NOTIFIED.

4707-ODT0001

0001634804 REPLACE H2 SENSOR AND CALIBRATE 4628RM0111
0001634806 REPLACE H2 SENSOR AND CALIBRATE 4628RM0131
0001634807 REPLACE H2 SENSOR AND CALIBRATE 4628RM0125
0001634809 REPLACE H2 SENSOR AND CALIBRATE 4628RM0113
0001637004 4205-ODT02-ALARM.  LARRY LANKFORD NOTIFIED AND JACK MOORE 

CALLED OUT TO ASSIST.
4205-ODT0002

0001637003 4619-ODT01-ALARM.  LARRY LANKFORD NOTIFIED AND JACK MOORE 
CALLED OUT TO ASSIST.

4619-ODT0001

0001636935 4476-ODT01-ALARM MR COLLIER NOTIFIED 4476-ODT0001
0001614640 4205-ODT02-ALARM, SAMPLE AIR AND RESET ALARM. W.RITTER NOTIFIED. 4205-ODT0002

0001611628 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4663
0001609004 4707 ROOM 104 ODT ALARM MOORE CHECKING 4707RM0104
0001609006 4475 ODT-01 ALARM BORDEN NOTIFIED 4475-ODT0001
0001608918 ODT IN ALARM. GREG BURLESSON AND SECURITY NOTIFIED. 4475-ODT0002
0001608765 4628-SECURITY REPORTS AUDIBLE ALARM WITH WHITE FLASHING STROBE 

LIGHT.  ELECTRICIANS NOTIFIED.
4628

0001608754 4707-ODT07-ALARM.  BILLY DUNN AND LARRY LANKFORD RESPONDED. 4707-ODT0007
0001608759 ODT02-ALARM TOGGLING IN AND OUT OF ALARM. DUNN NOTIFIED 4583
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TOG Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001608760 O2-ALARM REPORTED BY SECURITY. DUNN NOTIFIED 4618
0001603017 4628-O2-ALARM  OXYGEN DEFFICIENCY SENSOR IN ALARM.  ELECTRICIANS 

NOTIFIED.
4628-ODT0001

0001603166 ODT WENT INTO ALARM AND CLEAR SOON AFTER. BOBBY COLLIER AND 
SECURITY NOTIFIED. LARRY GRAY ONSITE.

4707-ODT0003

0001600322 4475 ODT-01 ALARM BORDEN NOTIFIED 4475-ODT0001
0001596731 ODT01-ALARM IN ALARM. BURLESON NOTIFIED 4530-ODT0001
0001603057 REPLACE 2 CELLS IN TUNNELS ON ODT0001 ( GRAY) 4570-ODT0001
0001603058 REPLACE CELL #8 ON ODT0001 ( GRAY) 4205-ODT0001
0001606052 ODT02-ALARM IN ALARM. COLLIER NOTIFIED 4475-ODT0002
0001608730 4570-ODT01-ALARM B COLLIER NOTIFIED 4570
0001553219 REPAIR LIGHT BY E9 DOOR ( H. WRIGHT) 4207RM0148
0001590553 4707-OPDT13 ALARM MR COLLIER NOTIFIED 4707
0001590694 ODT IN ALARM. LARRY GRAY ONSITE. 4707-ODT0012
0001590738 02 TROUBLE ALARM ( HIGH) 4623-ODT0001
0001585128 4555 ODT-01 IN ALARM PRANCE IN ROUTE 4555-ODT0001
0001579503 ODT IN ALARM. FRANKIE HOLT AND SECURITY NOTIFIED 4707-ODT0006
0001571910 REMOVE OXYGEN MONITOR 4705RMA0107A
0001585120 4628 ODT-01 IN ALARM BORDEN CHECKING 4628-ODT0001
0001579623 ODT01 IN ALARM. LARRY GRAY AND SECURITY NOTIFIED. 4555-ODT0001
0001579624 ODT IN ALARM. LARRY GRAY AND SECURITY NOTIFIED. 4705-ODT0004
0001579310 CHECK ALARM 4202RM0111
0001579357 4705-ODT04-ALARM.  TEX RITTER NOTIFIED & LARRY GRAY CALLED OUT 

TO ASSIST.
4705-ODT0004

0001571151 4628-ALARM  SECURITY REPORTS AUDIBLE ALARM AT BUILDING.  K. BEVIS 
NOTIFIED.

4628

0001579590 4202 ROOM 427 AUDIBLE ALARM PRANCE CHECKING 4202RM0427
0001585395 STEVE CUSHMAN REPORTS AN ALARM IN RM C260. BOBBY COLLIER 

NOTIFIED. FRANKIE HOLT ONSITE.
4663

0001570981 ODT ALARM REPORTED BY SECURITY IN E2. BOBBY COLLIER NOTIFIED, 
LARRY GRAY ONSITE.

4705

0001564562 ODT IS IN ALARM. BOBBY COLLIER AND SECURITY NOTIFIED. LARRY 
GRAY IS ONSITE.

4481-ODT0004

0001564622 ODT02 IS IN ALARM. BOBBY COLLIER AND SECURITY NOTIFIED. LARRY 
GRAY ONSITE

4205-ODT0002

0001564621 ODT01 IS IN ALARM. BOBBY COLLIER AND SECURITY NOTIFIED. LARRY 
GRAY ONSITE.

4531-ODT0001

0001564631 ODT01 IS IN ALARM. BOBBY COLLIER AND SECURITY. LARRY GRAY 
ONSITE.

4605-ODT0001

0001571047 4659-ALARM  SECURITY REPORTS FLASHING LIGHT OUTSIDE OF BUILDING.  
K. BEVIS NOTIFIED.

4659

0001571042 4203 ROOM 1004 AUDIBLE ALARM LANKFORD CHECKING 4203RM1004
0001507309 4555-ODT02-ALARM, SAMPLE AIR AND RESET ALARM. L.BORDEN AND 

M.PRANCE NOTIFIED.
4555-ODT0002

0001501750 4707-ODT13-ALARM BURLESON, SECURITY NOTIFED 4707-ODT0013
0001504497 ODT01 IN SOUTH HALL WAY IS IN ALARM. GREG BURLESSON AND 

SECURITY NOTIFIED.
4476-ODT0001

0001504538 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4475-ODT0001
0001501494 02 TROUBLE AND HYDROGEN IN RM'S 112 & 123 ( COLLIER NOTIFIED) 4628FLR01
0001501463 ODT02-ALARM IN ALARM. JOSH NOTIFIED 4707-ODT0002
0001501574 ODT01-ALARM IN ALARM. COLLIER NOTFIED 4475-ODT0001
0001498968 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4605-ODT0001
0001501297 02 ALARM  (MCCLARY) 4707RM0104
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TOG Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001495259 ODT01 IN ALARM. NOTIFIED LARRY LANKFORD AND SECURITY. 4205-ODT0001
0001495256 4205-ODT01-ALARM B DUNN NOTIFIED 4205-ODT0001
0001495239 4476-ODT01 L GRAY NOTIFIED 4476-ODT0001
0001477326 REPLACE OXYGEN SENSOR   ODT00010 4708-ODT0010
0001477327 REPLACE OXYGEN SENSOR   ODT009 4708-ODT0009
0001495444 ODT05 IN ALARM REPORT BY OFFICER SUMMER. LARRY GRAY FOR EG&G 

NOTIFIED.  (SUMMER)
4707-ODT0005

0001498892 4476-ODT01-ALARM IN ALARM, BURLESSON NOTIFED 4476-ODT0001
0001488729 4619-ODT02-ALARM  O2 SENSOR IN ALARM.  K. BEVIS NOTIFIED. 4619-ODT0002
0001488620 02 TROUBLE 4487RMC0187
0001492467 4205-ODT01-ALARM  MR COLLIER NOTIFIED 4205
0001483531 ODT IN ALARM. BOBBY COLLIER AND SECURITY NOTIFIED. LARRY GRAY 

ONSITE.
4648-ODT0001

0001486315 ODT06 TOGGLED IN AND OUT OF ALARM BOBBY COLLIER AND SECURITY 
NOTIFIED. LARRY GRAY ONSITE.

4707-ODT0006

0001486332 ODT01 TOGGLED IN AND OUT OF ALARM. SECURITY AND BOBBY COLLIER 
NOTIFIED

4739-ODT0001

0001480512 4555-ODT01-ALARM, SAMPLE AIR AND RESET SYSTEM. W.RITTER AND 
K.BEVIS NOTIFIED.

4555-ODT0001

0001483278 4475-ODT01-ALARM COLLIER NOTIFIED 4475-ODT0001
0001483284 4555-ODT01-ALARM, SAMPLE AIR AND RESET ALARM. T.PETTUS NOTIFIED. 

WILL RESOLVE AT SHIFT CHANGE.
4555-ODT0001

0001483297 4623-ODT-ALARM  O2 SENSOR IN ALARM.  REPORTED BY SECURITY.  K. 
BEVIS NOTIFIED.

4623

0001483448 ODT08 IN ALARM IN RM 1212 TOGGLED IN AND OUT OF ALARM. BOBBY 
COLLIER AND SECURITY NOTIFIED. LARRY GRAY ONSITE.

4612RM1212

0001483475 4475-ODT01-ALARM.  BOBBY COLLIER NOTIFIED. 4475-ODT0001
0001480494 ODT01 IN ALARM. GREG BURLESSON AND SECURITY NOTIFIED. 4555-ODT0001
0001477407 ODT IN ALARM. BOBBY COLLIER AND SECURITY NOTIFIED. 4755-ODT0001
0001477400 ODT01 IS IN ALARM. BOBBY COLLIER AND SECURITY NOTIFIED. 4475-ODT0001
0001477310 TROBLE LIGHT ON HYDROGEN DETECTION SYSTEM 4628RM0115
0001458897 4761-ODT-ALARM  O2 SENSOR IN ALARM REPORTED BY SECURITY. 4761
0001477241 4612-HDT 01 AND 02 ALARM COLLIER NOTIFIED 4612-HDT0001
0001634847 4205-ODT02-ALARM, SAMPLE AIR AND RESET ALARM. RITTER AND BEVIS 

NOTIFIED.
4205-ODT0002

0001632099 HYDROGEN TROUBLE ALARMS ( COLLIER AWARE) 4530
0001632120 4707 / 120 OXYGEN DEFICIENCY ALARM IS GOING OFF  FOR A FEW 

SECONDS, AND THEN QUIETING FOR SEVERAL MINUTES BEFORE GOING 
OFF AGAIN.

4707RM0120

0001629735 DISABLE REFRIGERANT ALARMS IN ROOMS 1, 6 AND 7  (H.WRIGHT) 4473
0001626843 ODT01 TOGGLED IN/OUT OF ALARM. NOTIFIED TIM PETIS AND SECURITY. 4755-ODT0001
0001626984 ODT01 IN ALARM. BOBBY COLLIER AND SECURITY NOTIFIED, LARRY GRAY 

ONSITE.
4530-ODT0001

0001629772 4205 ODT-03 IN ALARM MOORE CHECKING 4205-ODT0003
0001632041 02 ALARM 4618
0001626880 ODT IN ALARM. GREGBURLESSON AND SECURITY NOTIFIED. 4570-ODT0001
0001620684 4205-ODT02-ALARM B DUNN NOTIFIED 4205
0001626844 4755-ODT01-ALARM IN ALARM, T. HOLLAND NOTIFIED. 4755-ODT0001
0001626855 02 TROUBLE ( BURLESON AWARE) 4539
0001620851 4711  SECURITY REPORTS AUDIBLE ALARM IN RM E115.  T. PETTUS 

NOTIFIED.
4711RME0115

0001614878 02 ALARM 4205RM0101
0001614698 ODT01-ALARM IN ALARM. DAVIS NOTIFIED 4475-ODT0001
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0001620686 4205-ODT02-ALARM.  LARRY LANKFORD NOTIFIED AND JACK MOORE 

CALLED OUT TO ASSIST.
4205-ODT0002

0001389258 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4570-ODT0001
0001393255 4705-ODT04-ALARM, SAMPLE AIR AND RESET ALARM. K.BEVIS NOTIFIED. 4705-ODT0004
0001396506 02 TROUBLE ALARM  AND UV IN FAULT 4628
0001389195 4628-HYDGAS-ALARM.  BOBBY COLLIER NOTIFIED. 4628-HDT0001
0001396418 02 TROUBLE AND UV IN FAULT READING ( NOTIFIED COLLIER) 4628
0001386116 4555-ODT01-ALARM  O2 ALARM IN ALARM.  K. BEVIS NOTIFIED. 4555-ODT0001
0001389343 4555-ODT01-ALARM  O2 ALARM IN ALARM.  K. BEVIS NOTIFIED. 4555-ODT0001
0001396484 4605-ODT01-ALARM.  LARRY LANKFORD NOTIFIED AND ADAM WALTON 

CALLED OUT.
4605-ODT0001

0001396479 4659 CHECKING GN2 LOW PRESSURE ALARM.  KEN TURNER NOTIFIED. 4659
0001389222 4628-ODT03-ALARM, SAMPLE AIR AND RESET ALARM. L.LANKFORD 

NOTIFIED AND A.MONDRAGON CALLED IN TO ASSIST.
4628-ODT0001

0001403327 4475-ODT01-ALARM.  MIKE PRANCE NOTIFIED, 4475-ODT0001
0001389153 4605 ODT01 -ALARM COLLIER NOTIFIED 4605-ODT0001
0001382850 REPLACE ZONE CELLS IN ZONE 3 AND 4  (BURLESON) 4605-ODT0001
0001389292 ODT01-ALARM IN ALARM. 4623-ODT0001
0001389318 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4530-ODT0001
0001389324 ODT01-ALARM IN ALARM. COLLIER NOTIFIED 4628-ODT0001
0001368725 4551 / E/W REPLACE 0/2 SENSOR IN ODT 1 EAST AND WEST TUNNELL 4551-ODT0001
0001368727 4493 / RM140 REPLACE 0/2 SENSOR IN ODT 4 4493-ODT0004
0001361903 4605-ODT01-ALARM  O2 ALARM IN ALARM.  J. SCRIVNER NOTIFIED. 4605
0001365684 4711 / E118 REPLACE 0/2 SENSOR 4711RME0118
0001361891 4628-ODT01-ALARM.  MIKE PRANCE NOTIFIED. 4628-ODT0001
0001365685 4711 / E115 REPLACE 0/2 SENSOR 4711RME0115
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